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Q2-18   
 
 
Référence: 
 

Référence au commentaire D-001. 

 

Question: 
 

We agree with the proponent using NFPA 59A as we feel that it is more stringent than 
CSA Z276 at present (Note that another LNG proponent has considered using the 
European standard EN1473 as they considered it more stringent still). The response to 
approach to systems safety is very clear and acceptable. Evaluation delayed until the 
seismic hazard report is received. 
 
Réponse: 
 
Nous prenons note de votre commentaire. 

 
L’évaluation du danger sismique propre au site est terminée et le rapport final est en 
cours de préparation; nous en prévoyons la publication à la fin du mois d’avril, avant 
l’audience. 
 




